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7.5 hp Phase Converter Schematic
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R1: GE 6X560 potential relay (open @170V, close @75V)
R2: control relay, 24VAC coil
R3: 50A relay, 240VAC coil
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7.5 hp idler motor

220:24 transformer, CT primary


